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Village of Pemberton Water System 
Annual Report - 2020 

INTRODUCTION 

This report has been prepared for the consumers of the Drinking Water System of the Village of 
Pemberton to provide basic information on water quality and compliance with health 
standards. Public feedback and comments are always welcomed and should be directed to 
Village Staff or Vancouver Coastal Health (Squamish) Officials. 

CONSUMPTION (CUBIC METERS/DAY): 

Daily flow is recorded at the Wellhouse located in Pioneer Park. Table 1 displays the maximum, 
minimum, average, and total water flows for 2020 and includes the previous two years for 
comparison. The volumes are fairly consistent over the past three years. Variations can be 
attributed to population growth, climatic factors, conservation efforts and leak detection and 
repairs. For daily results, please refer to Appendix I. 

Table 1 - Overall Water Consumption Summary 

2018 Consumption 2019 Consumption 2020 Consumption 

Average 
Flow/day: 

1,800 m3 1,838 m3 1,855 m3 

High Flow/day: 3,570 m3 
(July 30, 2018) 

3,527 m3 
(June 17, 2019) 

3,774 m3 
(July 29, 2020) 

Low Flow/day: 1,001 m3 
(September 26, 2018) 

1,067 m3 
(January 19, 2019) 

1,038 m3 
(December 17, 2020) 

Total Annual 656,756 m3 667,727 m3 676,900 m3 

CHLORINATION: 

Chlorination is a condition of the Village of Pemberton’s operating permit and has been in 
effect since March 2009. The objective is to have a positive residual chlorine reading 
throughout the water distribution system. The Fire Hall chlorine analyzer serves as the central 
measuring point, where a minimum residual of 0.20 mg/L is desired.  
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The chlorine residual is monitored continuously by a dedicated computer and alarm set points 
ensure consistent dosing. Daily readings of the previous 24 hour minimum residuals are 
recorded. The annual numbers are shown in Table 2. 

Table 2 - 2020 Chlorine Residual Summary 

Residual (mg/L) 

Average: 0.29 

High: 0.50 

Low: 0.14 

To ensure that target chlorine residuals are achieved within the distribution system, the Village 
also carries out manual sampling at 9 sites throughout the distribution system each week.  

For daily results, please refer to Appendix I and for weekly sample results Appendix III. 

WATER CHEMISTRY: 

The Annual Total Metals, Volatile Organic Compounds and Trihalomethane sampling was 
performed February 26, 2020. Sampling was conducted on production Wells #2 & #3, Oak St. 
and the Industrial Park sample stations. The test results indicate that all of the items tested are 
within Health Canada Maximum Acceptable Concentration (MAC) limits. Wells 2 and 3 
exceeded the Aesthetic Objectives (AO) for Manganese. Aesthetic quality guidelines address 
parameters such as taste, odour and colour and are not considered a health concern. Recently, 
the guidelines for manganese were changed to a MAC of 0.12 mg/L (120 µg/L) and an AO of 
0.02 mg/L (20 µg/L) for total manganese in drinking water. In February and March of 2020 the 
Village drilled 2 test Wells in the Pemberton aquifer in search of a new source that would 
deliver better quality water. One test well proved to have insufficient yield while the second 
test well had similar water quality to that of the emergency backup well. As such, the Village 
opted to clean and redevelop Wells 2 and 3 and initiate a monthly sampling program to 
determine next steps in treatment options for our well water.  For full water quality test results 
from 2020, please refer to Appendix II. 

CORROSION CONTROL: 

In October 2017, the Village established a target pH of 7 and an alkalinity between 40 and 
80mg/L as measured as CaCO3 (Calcium Carbonate) for the municipal water supply, following 
concerns of corrosion of metallic plumbing fixtures in residential systems. Sodium Carbonate 
(Soda Ash) is added to the water supply prior to distribution to control pH and Alkalinity. Water 
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samples are tested weekly from 7 sample stations throughout the distribution system, and pH 
and alkalinity are recorded. For results, please refer to Appendix III. 

Flush Message 

In 2015 Vancouver Coastal Health Authority requested that the following message be 
communicated to residents: 

Anytime the water in a particular faucet has not been used for six hours or longer, “flush” your 
cold-water pipes by running the water until cold and you notice a change in temperature. (This 
could take as little as five to thirty seconds if there has been recent heavy water use such as 
showering or toilet flushing. Otherwise, it could take two minutes or longer.) The more time 
water has been sitting in your home’s pipes, the more lead it may contain. Use only water from 
the cold-tap for drinking, cooking, and especially making baby formula. Hot water is likely to 
contain higher levels of lead. The two actions recommended above are very important to the 
health of your family. They will probably be effective in reducing lead levels because most of the 
lead in household water usually comes from the plumbing in your house, not from the local 
water supply. Conserving water is still important. Rather than just running the water down the 
drain you could use the water for things such as watering your plants (Zubel,2014). If residents 
have any questions, they are encouraged to contact the Vancouver Coastal Health Authorities 
Drinking Water Officer at 604-892-2293. 

CROSS CONNECTION CONTROL 

To maintain safe drinking water and remain in compliance with the Vancouver Coastal Health 
Authority (VCH), the Village of Pemberton has begun a utility-wide Cross Connection Control / 
Backflow Prevention Program. A cross connection is any actual or potential connection 
between drinking water and a non-potable substance (contaminant). Backflow is the reverse 
flow from normal within a piping system. When a cross connection and backflow are combined, 
often the result is a contaminant entering our drinking water.  

In 2018, the Cross Connection Control Bylaw was passed by Council and an initial assessment 
and database was completed for Village infrastructure. In 2020, the program was expanded to 
incorporate Industrial, Commercial, and Institutional buildings in the Village that could pose a 
threat to the water system in the event of a backflow.  
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BACTERIOLOGICAL ANALYSIS: 

Water samples are collected and submitted weekly to the laboratory at Vancouver Coastal 
Health for Bacteriological analysis. These samples are taken directly from both active sources 
(Well #2 and #3), as well as the following locations:

- Oak St
- Village Office
- Health Centre
- Treatment Plant

- Pemberton Plateau
- Industrial Park (Mount

Currie water source)
- Collins Rd

- Pemberton Meadows Rd.
- Pemberton Farm Rd

(West)
- Urdal Rd.

All results for the 2020 period were negative for Escherichia coli. 

The individual results are on file at Vancouver Coastal Health (Squamish) and the Village Office, 
and are posted regularly online at: 
www.healthspace.ca/Clients/VCHA/CoastGaribaldi/CoastGaribaldi_Website.nsf 

For Sample Range Reports, please refer to Appendix IV. 
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Date Daily Daily Cl2

Cubic metre Residual (ppm)

January

1 1,313                      0.3

2 1,238                      0.34

3 1,194                      0.34

4 1,321                      0.3

5 1,287                      0.3

6 1,297                      0.3

7 1,139                      0.3

8 1,238                      0.3

9 1,241                      0.31

10 1,121                      0.33

11 1,249                      0.33

12 1,263                      0.31

13 1,142                      0.32

14 1,365                      0.32

15 1,331                      0.32

16 1,287                      0.32

17 1,280                      0.32

18 1,295                      0.32

19 1,306                      0.32

20 1,336                      0.32

21 1,316                      0.32

22 1,202                      0.24

23 1,342                      0.26

24 1,198                      0.29

25 1,211                      0.29

26 1,308                      0.29

27 1,325                      0.29

28 1,337                      0.35

29 1,257                      0.29

30 1,236                      0.29

31 1,308                      0.31

Monthly Total 39,284                   

February

1 1,319                      0.31

2 1,291                      0.31

3 1,292                      0.37

4 1,270                      0.37

5 1,193                      0.34

6 1,220                      0.32

2020 Daily Total Consumption and Chlorine 

Residual
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7 1,287                      0.35

8 1,280                      0.35

9 1,284                      0.35

10 1,310                      0.37

11 1,312                      0.37

12 1,271                      0.37

13 1,517                      0.35

14 1,201                      0.3

15 1,254                      0.29

16 1,299                      0.29

17 1,308                      0.29

18 1,301                      0.29

19 1,319                      0.29

20 1,118                      0.29

21 1,272                      0.28

22 1,328                      0.28

23 1,164                      0.28

24 1,230                      0.31

25 1,253                      0.32

26 1,124                      0.33

27 1,132                      0.3

28 1,074                      0.29

29 1,237                      0.29

Monthly Total 36,457                   

March

1 1,129                      0.29

2 1,235                      0.28

3 1,089                      0.29

4 1,241                      0.28

5 1,285                      0.29

6 1,312                      0.29

7 1,100                      0.29

8 1,271                      0.29

9 1,287                      0.29

10 1,137                      0.27

11 1,200                      0.27

12 1,195                      0.27

13 1,284                      0.27

14 1,207                      0.27

15 1,348                      0.28

16 1,308                      0.27

17 1,212                      0.27

18 1,318                      0.27

19 1,174                      0.28

20 1,291                      0.3

21 1,327                      0.3

22 1,143                      0.3
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23 1,314                      0.3

24 1,161                      0.26

25 1,349                      0.26

26 1,234                      0.26

27 1,243                      0.27

28 1,300                      0.27

29 1,315                      0.27

30 1,242                      0.27

31 1,344                      0.29

Monthly Total 38,593                   

April

1 1,330                      0.28

2 1,155                      0.25

3 1,297                      0.26

4 1,307                      0.26

5 1,131                      0.26

6 1,301                      0.26

7 1,141                      0.28

8 1,381                      0.28

9 1,339                      0.3

10 1,272                      0.3

11 1,351                      0.3

12 1,417                      0.3

13 1,398                      0.3

14 1,430                      0.34

15 1,420                      0.34

16 1,249                      0.34

17 1,357                      0.34

18 1,787                      0.34

19 1,506                      0.34

20 1,647                      0.34

21 1,756                      0.31

22 1,621                      0.31

23 1,560                      0.31

24 1,554                      0.31

25 2,117                      0.28

26 1,840                      0.28

27 1,846                      0.3

28 1,561                      0.32

29 1,685                      0.3

30 1,580                      0.29

Monthly Total 44,335                   

May

1 1,541                      0.25

2 1,812                      0.25

3 1,623                      0.25

4 1,571                      0.25
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5 1,529                      0.29

6 1,956                      0.29

7 2,018                      0.28

8 1,973                      0.27

9 2,275                      0.25

10 2,441                      0.28

11 2,493                      0.28

12 2,409                      0.28

13 2,527                      0.3

14 2,368                      0.35

15 2,470                      0.33

16 2,511                      0.4

17 2,365                      0.25

18 2,343                      0.22

19 2,510                      0.25

20 2,795                      0.33

21 2,452                      0.28

22 2,245                      0.28

23 2,344                      0.27

24 2,440                      0.27

25 2,548                      0.27

26 2,392                      0.27

27 2,573                      0.27

28 2,806                      0.32

29 2,841                      0.35

30 2,911                      0.36

31 2,664                      0.33

Monthly Total 71,745                   

June

1 2,254                      0.44

2 2,431                      0.36

3 2,376                      0.36

4 2,352                      0.39

5 2,440                      0.3

6 2,163                      0.31

7 2,962                      0.34

8 2,898                      0.34

9 2,483                      0.34

10 2,452                      0.34

11 2,472                      0.35

12 2,364                      0.35

13 2,127                      0.35

14 2,288                      0.5

15 2,388                      0.5

16 2,328                      0.32

17 2,574                      0.27

18 3,096                      0.34
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19 2,990                      0.36

20 3,220                      0.37

21 2,573                      0.35

22 2,879                      0.3

23 2,720                      0.37

24 2,944                      0.37

25 2,323                      0.35

26 2,646                      0.3

27 2,836                      0.32

28 2,650                      0.32

29 2,518                      0.32

30 2,700                      0.31

Monthly Total 77,450                   

July 

1 2,254                      0.31

2 2,402                      0.31

3 2,200                      0.31

4 2,262                      0.31

5 2,402                      0.31

6 2,349                      0.31

7 2,718                      0.29

8 2,906                      0.31

9 2,695                      0.33

10 2,585                      0.34

11 2,475                      0.34

12 2,803                      0.34

13 2,354                      0.34

14 2,462                      0.24

15 2,717                      0.25

16 2,730                      0.29

17 2,792                      0.3

18 2,735                      0.3

19 2,889                      0.3

20 2,981                      0.33

21 3,308                      0.31

22 3,485                      0.29

23 3,215                      0.27

24 3,107                      0.3

25 3,406                      0.3

26 2,903                      0.3

27 3,189                      0.3

28 3,731                      0.29

29 3,774                      0.32

30 3,356                      0.26

31 3,360                      0.33

Monthly Total 88,547                   

August

10Village of Pemberton Water System Annual Report 2020



1 3,127                      0.33

2 3,318                      0.33

3 3,467                      0.33

4 3,473                      0.36

5 3,181                      0.34

6 3,441                      0.34

7 2,659                      0.36

8 2,585                      0.36

9 3,015                      0.31

10 2,769                      0.33

11 3,464                      0.33

12 3,068                      0.32

13 3,045                      0.34

14 3,350                      0.37

15 3,332                      0.28

16 3,688                      0.36

17 3,622                      0.39

18 3,012                      0.32

19 3,290                      0.35

20 3,241                      0.34

21 2,813                      0.29

22 2,660                      0.29

23 2,402                      0.29

24 2,422                      0.34

25 2,598                      0.29

26 2,514                      0.34

27 2,899                      0.34

28 2,780                      0.31

29 2,906                      0.31

30 2,728                      0.31

31 2,586                      0.31

Monthly Total 93,457                   

September

1 2,500                      0.33

2 2,504                      0.33

3 2,954                      0.28

4 3,031                      0.27

5 2,926                      0.27

6 2,629                      0.27

7 2,642                      0.22

8 2,629                      0.25

9 2,695                      0.27

10 2,737                      0.28

11 2,945                      0.28

12 2,794                      0.28

13 2,566                      0.28

14 2,473                      0.28
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15 2,378                      0.26

16 2,062                      0.27

17 2,397                      0.28

18 2,388                      0.28

19 2,447                      0.29

20 1,849                      0.27

21 1,892                      0.27

22 1,816                      0.26

23 1,901                      0.29

24 1,820                      0.28

25 1,799                      0.28

26 1,856                      0.28

27 1,705                      0.28

28 1,509                      0.28

29 1,578                      0.26

30 1,706                      0.25

Monthly Total 69,129                   

October

1 1,565                      0.23

2 1,653                      0.24

3 1,614                      0.25

4 1,612                      0.25

5 1,628                      0.25

6 1,479                      0.25

7 1,475                      0.25

8 1,462                      0.25

9 1,470                      0.25

10 1,452                      0.25

11 1,444                      0.25

12 1,299                      0.25

13 1,460                      0.25

14 1,488                      0.25

15 1,285                      0.22

16 1,604                      0.2

17 1,429                      0.22

18 1,338                      0.23

19 1,386                      0.23

20 1,368                      0.26

21 1,364                      0.28

22 1,390                      0.28

23 1,619                      0.26

24 1,419                      0.26

25 1,388                      0.26

26 1,288                      0.26

27 1,284                      0.22

28 1,408                      0.25

29 1,174                      0.25
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30 1,280                      0.25

31 1,290                      0.25

Monthly Total 44,413                   

November

1 1,324                      0.25

2 1,201                      0.26

4 1,397                      0.27

5 1,212                      0.25

6 1,284                      0.22

7 1,187                      0.23

8 1,374                      0.23

9 1,130                      0.23

10 1,369                      0.21

11 1,264                      0.23

12 1,195                      0.26

13 1,444                      0.26

14 1,154                      0.3

15 1,342                      0.3

16 1,306                      0.3

17 1,213                      0.3

18 1,300                      0.3

19 1,209                      0.29

20 1,230                      0.28

21 1,170                      0.31

22 1,323                      0.28

23 1,292                      0.28

24 1,204                      0.29

25 1,199                      0.28

26 1,253                      0.28

27 1,296                      0.27

28 1,145                      0.27

29 1,179                      0.27

30 1,297                      0.27

Monthly Total 36,495                   

December

1 1,291                      0.27

2 1,191                      0.27

3 1,214                      0.26

4 1,144                      0.26

5 1,200                      0.26

6 1,224                      0.26

7 1,244                      0.26

8 1,319                      0.24

9 1,244                      0.25

10 1,200                      0.25

11 1,204                      0.24

12 1,342                      0.25
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13 1,119                      0.25

14 1,317                      0.25

15 1,069                      0.23

16 1,535                      0.21

17 1,038                      0.19

18 1,063                      0.18

19 1,163                      0.19

20 1,170                      0.19

21 1,048                      0.19

22 1,429                      0.19

23 1,187                      0.18

24 1,071                      0.18

25 1,174                      0.18

26 1,074                      0.18

27 1,074                      0.18

28 1,111                      0.14

29 1,203                      0.19

30 1,172                      0.19

31 1,163                      0.14

Monthly Total 36,995                   

Total m3 676,900                 

Daily Average 1,855                      0.29

Max Day 3,774                      0.5

Min Day 1,038                      0.14
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Bureau Veritas Laboratories

04 Mar 2020 18:19:44
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2020 Village of Pemberton Water Sampling Program
Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 1/6/2020 0.08 7.03 10.3 63

Health Centre 1/6/2020 0.27 6.98 10.1 64

Village Office 1/6/2020 0.26 6.95 9.2 65

Plateau/Ridge 1/6/2020 0.1 6.95 8.5 62

Oak St 1/6/2020 0.28 6.85 8.8 65

Pemberton North

Collins Rd 1/6/2020 0.29 6.9 7.7 58

Meadows Rd 1/6/2020 0.24 6.8 6.8 62

Farm Rd 1/6/2020 0.26 6.8 6.9 63

Urdal Rd 1/6/2020 6.9 frozen

Distrib total 0.22 6.9 8.5 63

Industrial Park 1/6/2020 0 6.86 7.8 22

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 1/13/2020 0.14 6.69 8 0

Health Centre 1/13/2020 0.28 6.62 8 0

Village Office 1/13/2020 0.31 6.61 9.2 0

Plateau/Ridge 1/13/2020 0.18 6.68 9.5 0

Oak St 1/13/2020 0.31 6.64 8.2 0

Pemberton North

Collins Rd 1/13/2020 frozen

Meadows Rd 1/13/2020 frozen

Farm Rd 1/13/2020 frozen

Urdal Rd 1/13/2020 frozen

Distrib total 0.24 6.6 8.6 0

Industrial Park 1/13/2020 0 6.71 7.8 21

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 1/21/2020 0.05 6.93 13.4

Health Centre 1/21/2020 0.21 6.9 13.6 43

Village Office 1/21/2020 0.21 6.92 13.6 47

Plateau/Ridge 1/21/2020 0.12 6.9 14.5 47

Oak St 1/21/2020 0.26 6.92 13.8 48

Pemberton North

Collins Rd 1/21/2020 frozen

Meadows Rd 1/21/2020 frozen

Farm Rd 1/21/2020 frozen

Urdal Rd 1/21/2020 frozen

Distrib total 0.17 6.9 13.8 46

Industrial Park 1/21/2020 0 6.96 14 27

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 1/28/2020 0.2 7.1 7.7 44

Health Centre 1/28/2020 0.29 7.2 8 54
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Village Office 1/28/2020 0.31 7.2 6.2 57

Plateau/Ridge 1/28/2020 0.2 7.1 4.8 55

Oak St 1/28/2020 0.33 7.0 5.3 52

Pemberton North

Collins Rd 1/28/2020 frozen

Meadows Rd 1/28/2020 frozen

Farm Rd 1/28/2020 0.28 7.0 5.8 52

Urdal Rd 1/28/2020 frozen

Distrib total 0.27 7.1 6.3 52

Industrial Park 1/28/2020 0.17 23

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 2/4/2020 0.1 7.2 6.3 49

Health Centre 2/4/2020 0.3 7.1 6.8 45

Village Office 2/4/2020 0.36 7.2 5.5 51

Plateau/Ridge 2/4/2020 0.1 7.1 5.8 49

Oak St 2/4/2020 0.31 7.1 4.3 38

Pemberton North

Collins Rd 2/4/2020 frozen

Meadows Rd 2/4/2020 frozen

Farm Rd 2/4/2020 frozen

Urdal Rd 2/4/2020 frozen

Distrib total 0.23 7.1 5.7 46

Industrial Park 2/4/2020 0.25 7.2 3.8 21

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 2/11/2020 0.07 7.0 9.3 44

Health Centre 2/11/2020 0.22 7.1 7.4 41

Village Office 2/11/2020 0.24 7.2 4.8 43

Plateau/Ridge 2/11/2020 0.16 7.1 8 44

Oak St 2/11/2020 0.33 7.1 6.5 47

Pemberton North

Collins Rd 2/11/2020 frozen

Meadows Rd 2/11/2020 frozen

Farm Rd 2/11/2020 frozen

Urdal Rd 2/11/2020 frozen

Distrib total 0.20 7.1 7.2 43.8

Industrial Park 2/11/2020 0.11 7.1 7.1 18

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 2/18/2020 0.08 7.1 6.4 58

Health Centre 2/18/2020 0.25 7.1 7.3 47

Village Office 2/18/2020 0.25 7.0 7.7 55

Plateau/Ridge 2/18/2020 0.26 7.1 6.6 57

Oak St 2/18/2020 0.28 7.1 6.3 47

Pemberton North
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Collins Rd 2/18/2020 frozen

Meadows Rd 2/18/2020 frozen

Farm Rd 2/18/2020 frozen

Urdal Rd 2/18/2020 frozen

Distrib total 0.22 7.1 6.9 53

Industrial Park 2/18/2020 0.15 7.2 5.2 17

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 2/24/2020 0.27 7.1 8.5 46

Health Centre 2/24/2020 0.3 7.1 7.5 47

Village Office 2/24/2020 0.25 7.1 6.7 48

Plateau/Ridge 2/24/2020 0.18 7.1 7.7 49

Oak St 2/24/2020 0.36 7.1 7.7 44

Pemberton North

Collins Rd 2/24/2020 0.36 7.1 6.9 50

Meadows Rd 2/24/2020 frozen

Farm Rd 2/24/2020 0.3 7.1 7 46

Urdal Rd 2/24/2020 frozen

Distrib total 0.29 7.1 7.4 47

Industrial Park 2/24/2020 0.15 7.2 8.1 13

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 3/2/2020 0.05 7.3 8.6 61

Health Centre 3/2/2020 0.33 7.1 10.7 63

Village Office 3/2/2020 0.23 7.1 6.9 48

Plateau/Ridge 3/2/2020 0.23 7.1 6.7 47

Oak St 3/2/2020 0.34 7.1 7.4 50

Pemberton North

Collins Rd 3/2/2020 0.26 7.1 7 48

Meadows Rd 3/2/2020 0.25 7.0 6.8 47

Farm Rd 3/2/2020 0.25 7.1 7 52

Urdal Rd 3/2/2020 frozen

Distrib total 0.24 7.1 7.64 52

Industrial Park 3/2/2020 0.1 7.2 7.8 0.24

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 3/9/2020 0.21 7.1 6.9 52

Health Centre 3/9/2020 0.26 7.0 7.5 48

Village Office 3/9/2020 0.28 7.0 6.4 51

Plateau/Ridge 3/9/2020 0.13 7.0 7.1 54

Oak St 3/9/2020 0.28 7.0 6.9 50

Pemberton North

Collins Rd 3/9/2020 0.32 7.0 5.7 50

Meadows Rd 3/9/2020 frozen

Farm Rd 3/9/2020 frozen

Urdal Rd 3/9/2020 frozen
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Distrib total 0.25 7.0 6.75 51

Industrial Park 3/9/2020 0.1 7.1 6.3 19

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 3/24/2020 0.05 7.0 10.7 52

Health Centre 3/24/2020 0.32 7.0 10.8 49

Village Office 3/24/2020 0.21 7.0 10.8 49

Plateau/Ridge 3/24/2020 0.2 7.0 9.4 56

Oak St 3/24/2020 0.25 7.0 7.2 60

Pemberton North

Collins Rd 3/24/2020 0.25 7.0 6.8 55

Meadows Rd 3/24/2020 0.25 7.0 6.8 55

Farm Rd 3/24/2020 0.3 7.0 9.2 49

Urdal Rd 3/24/2020 frozen

Distrib total 0.23 7.0 8.96 53

Industrial Park 3/24/2020 0.08 7.1 9.3 21

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 3/30/2020 0.25 7.0 6.7 56

Health Centre 3/30/2020 0.38 7.0 9 56

Village Office 3/30/2020 0.38 7.0 7.7 55

Plateau/Ridge 3/30/2020 0.28 7.0 6.7 55

Oak St 3/30/2020 0.4 7.0 6.9 52

Pemberton North

Collins Rd 3/30/2020 0.43 7.0 8 57

Meadows Rd 3/30/2020 0.38 7.0 6.8 52

Farm Rd 3/30/2020 0.35 7.0 6.8 55

Urdal Rd 3/30/2020

Distrib total 0.36 7.0 7.33 55

Industrial Park 3/30/2020 0 7.0 5.9 23

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 4/7/2020 0 7.0 9.8 52

Health Centre 4/7/2020 0.29 7.2 13.1 51

Village Office 4/7/2020 0.25 7.1 9.7 56

Plateau/Ridge 4/7/2020 0.14 7.0 9.8 50

Oak St 4/7/2020 0.31 7.1 9.6 52

Pemberton North

Collins Rd 4/7/2020 0.3 7.0 9.2 50

Meadows Rd 4/7/2020 0.32 7.1 7.6 51

Farm Rd 4/7/2020 0.3 7.1 8.2 52

Urdal Rd 4/7/2020 flooded

Distrib total 0.24 7.1 9.6 52

Industrial Park 4/7/2020 0.1 7.1 9.7 27

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 4/14/2020
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Health Centre 4/14/2020 0.28 7.0 9.4 40

Village Office 4/14/2020 0.28 6.9 10.2 54

Plateau/Ridge 4/14/2020 0.14 7.0 13 51

Oak St 4/14/2020 0.27 7.0 10.2 54

Pemberton North

Collins Rd 4/14/2020 0.29 7.0 12.2 52

Meadows Rd 4/14/2020 0.31 7.0 10 47

Farm Rd 4/14/2020 0.3 7.0 11.8 50

Urdal Rd 4/14/2020 flooded

Distrib total 0.27 7.0 11.0 50

Industrial Park 4/14/2020 0.22 7.0 10.1 24

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 4/21/2020 0.15 7.0 7.9 56

Health Centre 4/21/2020 0.27 7.0 12.4 41

Village Office 4/21/2020 0.29 7.0 10.2 57

Plateau/Ridge 4/21/2020 0.2 7.0 10.3 50

Oak St 4/21/2020 0.34 7.0 8.9 55

Pemberton North

Collins Rd 4/21/2020 0.24 7.0 9.1 52

Meadows Rd 4/21/2020 0.34 7.0 7.5 56

Farm Rd 4/21/2020 0.31 6.9 9.5 55

Urdal Rd 4/21/2020 flooded

Distrib total 0.27 7.0 9.5 53

Industrial Park 4/21/2020 0.08 7.1 10 21

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 4/27/2020 0.12 7.0 10.5 52

Health Centre 4/27/2020 0.28 7.2 13.7 50

Village Office 4/27/2020 0.27 7.0 10.4 55

Plateau/Ridge 4/27/2020 0.26 6.9 9.7 55

Oak St 4/27/2020 0.32 7.1 9.3 55

Pemberton North

Collins Rd 4/27/2020 0.27 7.0 7.1 50

Meadows Rd 4/27/2020 0.27 7.0 6.9 57

Farm Rd 4/27/2020 0.29 7.0 7.3 54

Urdal Rd 4/27/2020 flooded

Distrib total 0.26 7.0 9.4 54

Industrial Park 4/27/2020 0.12 7.1 7.6 24

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 5/4/2020 0.06 6.9 13.3 47

Health Centre 5/4/2020 0.12 6.8 14.4 58

Village Office 5/4/2020 0.2 7.0 9.4 50

Plateau/Ridge 5/4/2020 0.12 7.0 10.2 49

Oak St 5/4/2020 0.11 6.9 9.3 50

Pemberton North
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Collins Rd 5/4/2020 0.2 7.0 8.1 51

Meadows Rd 5/4/2020 0.21 6.9 9.8 51

Farm Rd 5/4/2020 0.2 7.0 9.3 59

Urdal Rd 5/4/2020 flooded

Distrib total 0.15 6.9 10.5 52

Industrial Park 5/4/2020 0 7.0 8.7 21

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 5/12/2020 0.1 7.2 13.9 58

Health Centre 5/12/2020 0.29 7.0 11.3 45

Village Office 5/12/2020 0.22 7.0 11.6 55

Plateau/Ridge 5/12/2020 0.18 7.0 9.3 55

Oak St 5/12/2020 0.3 7.0 10.4 49

Pemberton North

Collins Rd 5/12/2020 0.25 7.0 9.8 55

Meadows Rd 5/12/2020 0.27 7.0 9.9 48

Farm Rd 5/12/2020 0.22 7.0 9.9 53

Urdal Rd 5/12/2020 flooded

Distrib total 0.23 7.0 10.8 52

Industrial Park 5/12/2020 0.08 7.0 9.4 25

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 5/19/2020 0.1 6.9 12.6 51

Health Centre 5/19/2020 0.2 6.9 13.5 46

Village Office 5/19/2020 0.11 6.9 12.6 51

Plateau/Ridge 5/19/2020 0.2 7.0 11.5 57

Oak St 5/19/2020 0.25 6.9 12.4 56

Pemberton North

Collins Rd 5/19/2020 0.2 6.9 9.4 54

Meadows Rd 5/19/2020 0.21 6.9 11.7 52

Farm Rd 5/19/2020 0.22 6.9 10.8 52

Urdal Rd 5/19/2020 0.2 6.9 10.2 55

Distrib total 0.19 6.9 11.6 53

Industrial Park 5/19/2020 0.19 7.0 9.8 26

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 5/25/2020 0.19 7.1 10.5 62

Health Centre 5/25/2020 0.27 7.1 14.3 48

Village Office 5/25/2020 0.3 7.1 10.6 52

Plateau/Ridge 5/25/2020 0.18 7.0 10.3 55

Oak St 5/25/2020 0.3 7.1 10.4 65

Pemberton North

Collins Rd 5/25/2020 0.35 7.0 12.1 65

Meadows Rd 5/25/2020 0.32 7.0 10.1 68

Farm Rd 5/25/2020 0.31 7.1 11.1 64

Urdal Rd 5/25/2020 0.25 7.1 10.2 65

Distrib total 0.27 7.1 11.1 60
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Industrial Park 5/25/2020 0.16 7.1 10.6 23

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 6/1/2020 0 7.3 11.8 59

Health Centre 6/1/2020 0.32 7.6 14.3 48

Village Office 6/1/2020 0.36 7.2 11.4 49

Plateau/Ridge 6/1/2020 0.28 7.6 12.3 53

Oak St 6/1/2020 0.42 7.3 11.5 49

Pemberton North

Collins Rd 6/1/2020 0.4 7.6 9.1 57

Meadows Rd 6/1/2020 0.36 7.4 10.3 53

Farm Rd 6/1/2020 0.38 7.3 10.1 57

Urdal Rd 6/1/2020 0.34 7.6 9.2 49

Distrib total 0.32 7.4 11.1 53

Industrial Park 6/1/2020 0.34 7.3 10.8 21

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 6/9/2020 0.2 7.2 10.3 56

Health Centre 6/9/2020 0.23 7.2 13.1 53

Village Office 6/9/2020 0.22 7.2 10.9 53

Plateau/Ridge 6/9/2020 0.2 7.2 11.4 58

Oak St 6/9/2020 0.36 7.3 13.4 51

Pemberton North

Collins Rd 6/9/2020 0.31 7.2 9.4 55

Meadows Rd 6/9/2020 0.32 7.2 10.2 58

Farm Rd 6/9/2020 0.3 7.2 10.2 61

Urdal Rd 6/9/2020 0.27 7.2 9.1 58

Distrib total 0.27 7.2 10.9 56

Industrial Park 6/9/2020 0.32 7.3 9.4 20

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 6/15/2020 0.17 7.0 13.5 44

Health Centre 6/15/2020 0.35 7.1 14 45

Village Office 6/15/2020 0.26 7.0 12.3 49

Plateau/Ridge 6/15/2020 0.31 7.0 11 55

Oak St 6/15/2020 0.41 7.0 11.4 50

Pemberton North

Collins Rd 6/15/2020 0.43 7.0 10.6 59

Meadows Rd 6/15/2020 0.35 7.1 11 52

Farm Rd 6/15/2020 0.43 7.0 10.4 50

Urdal Rd 6/15/2020 0.35 7.0 13.1 53

Distrib total 0.34 7.0 11.9 51

Industrial Park 6/15/2020 0.43 7.1 10.3 22

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 6/22/2020 0.08 7.1 11.3 59

Health Centre 6/22/2020 0.4 7.2 14.5 43
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Village Office 6/22/2020 0.38 7.1 12.8 44

Plateau/Ridge 6/22/2020 0.39 7.3 13.4 47

Oak St 6/22/2020 0.46 7.5 12.1 46

Pemberton North

Collins Rd 6/22/2020 0.52 7.2 10.8 45

Meadows Rd 6/22/2020 0.37 7.2 12.9 47

Farm Rd 6/22/2020 0.42 7.4 11 52

Urdal Rd 6/22/2020 0.52 7.1 12.1 49

Distrib total 0.39 7.2 12.3 48

Industrial Park 6/22/2020 0.14 7.3 11 23

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 6/29/2020 0.29 7.0 12.7 47

Health Centre 6/29/2020 0.34 7.0 15.1 53

Village Office 6/29/2020 0.28 7.0 12.8 56

Plateau/Ridge 6/29/2020 0.28 7.0 12.9 54

Oak St 6/29/2020 0.33 7.0 12 58

Pemberton North

Collins Rd 6/29/2020 0.31 7.0 11.3 48

Meadows Rd 6/29/2020 0.33 7.0 12.2 48

Farm Rd 6/29/2020 0.32 7.0 12.7 54

Urdal Rd 6/29/2020 0.29 7.0 12.8 57

Distrib total 0.31 7.0 12.7 53

Industrial Park 6/29/2020 0.46 7.1 11.8 21

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 7/2/2020 0.09 6.9 11.2 54

Health Centre 7/2/2020 0.22 7.0 14.3 52

Village Office 7/2/2020 0.22 7.0 15 50

Plateau/Ridge 7/2/2020 0.22 7.0 16 44

Oak St 7/2/2020 0.34 7.0 12.4 54

Pemberton North

Collins Rd 7/2/2020 0.35 6.9 11.6 50

Meadows Rd 7/2/2020 0.27 6.9 13.1 55

Farm Rd 7/2/2020 0.32 6.9 14.3 50

Urdal Rd 7/2/2020 0.34 6.9 14.3 50

Distrib total 0.26 6.9 13.6 51

Industrial Park 7/2/2020 0.32 7.0 11.2 50

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 7/13/2020 0.09 7.0 9.1 64

Health Centre 7/13/2020 0.22 7.0 13.4 55

Village Office 7/13/2020 0.23 7.0 13.5 47

Plateau/Ridge 7/13/2020 0.2 7.0 12 49

Oak St 7/13/2020 0.26 7.0 13.3 53

Pemberton North

Collins Rd 7/13/2020 0.3 6.9 11.7 56
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Meadows Rd 7/13/2020 0.22 7.0 11 50

Farm Rd 7/13/2020 0.25 7.0 11 55

Urdal Rd 7/13/2020 0.22 6.9 11.5 55

Distrib total 0.22 7.0 11.8 54

Industrial Park 7/13/2020 0.05 7.1 13.2 21

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 7/20/2020 0.1 7.0 12.1 58

Health Centre 7/20/2020 0.25 7.0 13.6 58

Village Office 7/20/2020 0.24 6.9 14.5 50

Plateau/Ridge 7/20/2020 0.22 6.9 14.7 52

Oak St 7/20/2020 0.33 6.9 16.9 50

Pemberton North

Collins Rd 7/20/2020 0.35 6.9 12.5 59

Meadows Rd 7/20/2020 0.24 7.0 12.3 58

Farm Rd 7/20/2020 0.28 7.0 12.2 54

Urdal Rd 7/20/2020 0.25 6.9 13.2 56

Distrib total 0.25 6.9 13.6 55

Industrial Park 7/20/2020 0.04 7.0 14.4 18

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 7/27/2020 0.08 6.8 12.2 60

Health Centre 7/27/2020 0.27 7.0 14.1 53

Village Office 7/27/2020 0.27 6.9 14.2 55

Plateau/Ridge 7/27/2020 0.25 7.0 11.3 57

Oak St 7/27/2020 0.28 7.1 12.1 57

Pemberton North

Collins Rd 7/27/2020 0.3 7.0 11.5 51

Meadows Rd 7/27/2020 0.27 6.8 11.3 49

Farm Rd 7/27/2020 0.29 6.9 12 56

Urdal Rd 7/27/2020 0.28 7.0 11.6 55

Distrib total 0.25 6.9 12.3 55

Industrial Park 7/27/2020 0.11 7.1 11.8 23

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 8/4/2020 0.08 7.0 11.9 59

Health Centre 8/4/2020 0.34 7.7 15.9 55

Village Office 8/4/2020 0.26 7.2 14.6 55

Plateau/Ridge 8/4/2020 0.27 7.0 12.4 54

Oak St 8/4/2020 0.34 7.6 14.5 55

Pemberton North

Collins Rd 8/4/2020 0.26 7.0 11.7 52

Meadows Rd 8/4/2020 0.27 7.0 11.7 63

Farm Rd 8/4/2020 0.32 6.9 12.4 60

Urdal Rd 8/4/2020 0.3 7.2 14.5 55

Distrib total 0.27 7.2 13.3 56

Industrial Park 8/4/2020 0.15 7.1 12.2 16
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Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 8/11/2020 0.06 7.7 15.8 0

Health Centre 8/11/2020 0.29 7.1 14.3 0

Village Office 8/11/2020 0.3 7.1 12.4 0

Plateau/Ridge 8/11/2020 0.33 7.1 11.7 0

Oak St 8/11/2020 0.31 7.1 10.7 0

Pemberton North

Collins Rd 8/11/2020 0.33 7.0 10.7 0

Meadows Rd 8/11/2020 0.31 7.0 9.9 0

Farm Rd 8/11/2020 0.34 7.0 8.5 0

Urdal Rd 8/11/2020 0.3 7.0 13.1 0

Distrib total 0.29 7.1 11.9 0

Industrial Park 8/11/2020 0.04 7.1 11.3 0

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 8/18/2020 0.28 6.8 10.7 61

Health Centre 8/18/2020 0.37 7.9 13.1 60

Village Office 8/18/2020 0.34 7.0 12.6 59

Plateau/Ridge 8/18/2020 0.24 7.0 11.8 55

Oak St 8/18/2020 0.39 7.0 11.1 61

Pemberton North

Collins Rd 8/18/2020 0.31 7.0 12.6 53

Meadows Rd 8/18/2020 0.31 6.9 12.3 55

Farm Rd 8/18/2020 0.35 6.9 12.2 60

Urdal Rd 8/18/2020 0.27 6.9 12.3 58

Distrib total 0.32 7.0 12.1 58.0

Industrial Park 8/18/2020 0.04 7.1 11.3 7

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 8/24/2020 0.05 7.0 14.2 82

Health Centre 8/24/2020 0.26 7.1 13.5 75

Village Office 8/24/2020 0.26 7.1 12.7 82

Plateau/Ridge 8/24/2020 0.31 7.4 12.3 72

Oak St 8/24/2020 0.37 7.9 13.1 67

Pemberton North

Collins Rd 8/24/2020 0.38 7.5 12.6 77

Meadows Rd 8/24/2020 0.32 7.3 11.7 80

Farm Rd 8/24/2020 0.26 7.4 13 80

Urdal Rd 8/24/2020 0.27 7.1 12.4 75

Distrib total 0.28 7.3 12.8 76.7

Industrial Park 8/24/2020 0.23 7.2 13.4 25

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 8/31/2020 0.05 6.9 13.5 70

Health Centre 8/31/2020 0.25 7.2 12.1 74
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Village Office 8/31/2020 0.2 7.0 12.4 80

Plateau/Ridge 8/31/2020 0.25 6.9 11.2 81

Oak St 8/31/2020 0.25 6.9 9.8 72

Pemberton North

Collins Rd 8/31/2020 0.24 7.0 13.1 70

Meadows Rd 8/31/2020 0.26 7.0 11 72

Farm Rd 8/31/2020 0.26 6.9 12.1 80

Urdal Rd 8/31/2020 0.25 7.0 9.7 77

Distrib total 0.22 7.0 11.7 75.1

Industrial Park 8/31/2020 0 7.0 10.2 16

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 9/8/2020 0.05 6.9 15 54 Soda ash syst. dwn.

Health Centre 9/8/2020 0.24 6.7 11 18

Village Office 9/8/2020 0.38 6.1 9.5 21

Plateau/Ridge 9/8/2020 0.29 5.9 9.4 26

Oak St 9/8/2020 0.36 5.6 9.5 20

Pemberton North

Collins Rd 9/8/2020 0.35 5.6 10.5 21

Meadows Rd 9/8/2020 0.29 5.7 12.1 21

Farm Rd 9/8/2020 0.34 5.8 10.3 24

Urdal Rd 9/8/2020 0.38 5.8 10 20

Distrib total 0.30 6.0 10.8 25.0

Industrial Park 9/8/2020 0.18 7.1 12.5 15

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 9/15/2020 0.12 6.9 15.1 65

Health Centre 9/15/2020 0.25 6.9 16.3 62

Village Office 9/15/2020 0.32 6.8 14.4 67

Plateau/Ridge 9/15/2020 0.22 6.8 13.2 68

Oak St 9/15/2020 0.31 6.8 11.5 73

Pemberton North

Collins Rd 9/15/2020 0.32 6.8 11.4 68

Meadows Rd 9/15/2020 0.25 6.8 11.1 68

Farm Rd 9/15/2020 0.28 6.8 12.7 67

Urdal Rd 9/15/2020 0.3 6.8 11.7 69

Distrib total 0.26 6.8 13.0 67.4

Industrial Park 9/16/2020 0.18 7.0 15 22

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 9/21/2020 0.05 6.8 12.3 72

Health Centre 9/21/2020 0.25 7.0 15.7 66

Village Office 9/21/2020 0.21 6.9 14.3 75

Plateau/Ridge 9/21/2020 0.2 6.8 11 77

Oak St 9/21/2020 0.29 6.8 12.5 76

Pemberton North

Collins Rd 9/21/2020 0.29 6.8 11 72
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Meadows Rd 9/21/2020 0.2 6.8 11.5 66

Farm Rd 9/21/2020 0.29 6.8 11.6 76

Urdal Rd 9/21/2020 0.3 6.8 12 72

Distrib total 0.23 6.8 12.4 72.4

Industrial Park 9/21/2020 0.2 7.0 12.9 21

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 9/28/2020 0.1 7.0 10.6 82

Health Centre 9/28/2020 0.22 7.0 15.3 79

Village Office 9/28/2020 0.26 6.9 12.3 85

Plateau/Ridge 9/28/2020 0.21 6.9 12.9 81

Oak St 9/28/2020 0.27 6.9 11.8 84

Pemberton North

Collins Rd 9/28/2020 0.3 6.9 11 81

Meadows Rd 9/28/2020 0.24 6.9 11 86

Farm Rd 9/28/2020 0.2 6.9 12.3 89

Urdal Rd 9/28/2020 0.25 6.9 11.2 85

Distrib total 0.23 6.9 12.04 83.56

Industrial Park 9/28/2020 0.21 7.1 11.5 23

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 10/5/2020 0.10 6.9 8.9 87

Health Centre 10/5/2020 0.29 7.0 15.7 74

Village Office 10/5/2020 0.12 6.9 11.4 77

Plateau/Ridge 10/5/2020 0.12 6.9 11.6 85

Oak St 10/5/2020 0.28 7.0 10.2 82

Pemberton North

Collins Rd 10/5/2020 0.28 6.9 9 82

Meadows Rd 10/5/2020 0.24 6.9 8.7 87

Farm Rd 10/5/2020 0.28 6.9 10.4 82

Urdal Rd 10/5/2020 0.29 7.0 10.4 82

Distrib total 0.22 6.9 10.70 82.00

Industrial Park 10/5/2020 0.07 7.0 9.6 16

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 10/13/2020 0.10 6.9 12.9 72

Health Centre 10/13/2020 0.25 6.9 11.2 68

Village Office 10/13/2020 0.22 6.9 11.5 79

Plateau/Ridge 10/13/2020 0.17 6.9 10.8 65

Oak St 10/13/2020 0.25 7.0 11.5 69

Pemberton North

Collins Rd 10/13/2020 0.29 6.8 12.3 69

Meadows Rd 10/13/2020 0.25 6.8 12.3 65

Farm Rd 10/13/2020 0.25 6.9 12.5 68

Urdal Rd 10/13/2020

Distrib total 0.22 6.9 11.9 69

Industrial Park 10/13/2020 0.21 7.0 11.2 24

42Village of Pemberton Water System Annual Report 2020



Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 10/19/2020 0.12 6.9 10.3 70

Health Centre 10/19/2020 0.37 7.0 13.4 73

Village Office 10/19/2020 0.22 7.0 12.3 63

Plateau/Ridge 10/19/2020 0.18 6.9 11.9 64

Oak St 10/19/2020 0.38 7.0 10.2 67

Pemberton North

Collins Rd 10/19/2020 0.4 7.0 9.9 76

Meadows Rd 10/19/2020 0.42 7.0 9.4 72

Farm Rd 10/19/2020 0.37 7.0 12.1 69

Urdal Rd 10/19/2020 0.38 7.0 12.1 67

Distrib total 0.32 7.0 11.3 69

Industrial Park 10/19/2020 0.05 7.0 13.2 20

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 10/26/2020 0.12 7.0 12.1 70

Health Centre 10/26/2020 0.3 7.0 12.3 72

Village Office 10/26/2020 0.2 7.0 11.5 71

Plateau/Ridge 10/26/2020 0.31 7.0 10.5 72

Oak St 10/26/2020 0.37 7.0 9.4 61

Pemberton North

Collins Rd 10/26/2020 Frozen

Meadows Rd 10/26/2020 Frozen

Farm Rd 10/26/2020 Frozen

Urdal Rd 10/26/2020 Frozen

Distrib total 0.26 7.0 11.2 69

Industrial Park 10/26/2020 0 7.1 10.7 22

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 11/2/2020 0.27 7.1 9.7 78

Health Centre 11/2/2020 0.2 7.0 11.9 71

Village Office 11/2/2020 0.32 7.1 10.7 75

Plateau/Ridge 11/2/2020 0.23 7.1 10.1 74

Oak St 11/2/2020 0.32 7.1 9.3 73

Pemberton North

Collins Rd 11/2/2020 0.36 7.0 9.8 78

Meadows Rd 11/2/2020 0.39 7.0 10.4 71

Farm Rd 11/2/2020 0.36 7.0 8.9 75

Urdal Rd 11/2/2020 0.31 7.1 8.6 82

Distrib total 0.31 7.0 9.9 75

Industrial Park 11/2/2020 0 7.1 10.4 22

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 11/7/2020 0.21 7.1 10.6 85

Health Centre 11/7/2020 0.34 7.1 10.4 78

Village Office 11/7/2020 0.41 7.2 9.7 78
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Plateau/Ridge 11/7/2020 0.26 7.1 10.9 73

Oak St 11/7/2020 0.4 7.1 9.6 72

Pemberton North

Collins Rd 11/7/2020 Frozen

Meadows Rd 11/7/2020 Frozen

Farm Rd 11/7/2020 Frozen

Urdal Rd 11/7/2020 Frozen

Distrib total 0.32 7.1 10.2 77

Industrial Park 11/7/2020 0.17 7.2 9.7 22

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 11/17/2020 0.11 7.1 7.2 80

Health Centre 11/17/2020 0.25 7.1 11.7 76

Village Office 11/17/2020 0.39 7.1 11.8 72

Plateau/Ridge 11/17/2020 0.23 7.1 8.8 73

Oak St 11/18/2020 0.4 7.0 9.3 75

Pemberton North

Collins Rd 11/18/2020 0.34 7.0 9.7 76

Meadows Rd 11/18/2020 0.3 7.0 9.9 76

Farm Rd 11/18/2020 0.28 7.0 10.8 76

Urdal Rd 11/18/2020 flooded

Distrib total 0.29 7.1 9.9 76

Industrial Park 11/17/2020 0.15 7.2 8.6 22

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 11/23/2020 0.16 7.1 9.8 77

Health Centre 11/23/2020 0.36 7.0 10.6 76

Village Office 11/23/2020 0.41 7.1 8.3 79

Plateau/Ridge 11/23/2020 0.31 7.1 9.1 70

Oak St 11/23/2020 0.43 7.1 10.2 75

Pemberton North

Collins Rd 11/23/2020 0.45 7.1 8.9 76

Meadows Rd 11/23/2020 0.2 7.1 9.5 76

Farm Rd 11/23/2020 0.37 7.1 10.3 78

Urdal Rd 11/23/2020 0.37 7.1 8.4 72

Distrib total 0.34 7.1 9.5 75

Industrial Park 11/24/2020 0.22 6.8 9.2 20

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 12/1/2020 0.10 7.1 11 85

Health Centre 12/1/2020 0.36 7.1 8.5 82

Village Office 12/1/2020 0.36 7.0 8.5 75

Plateau/Ridge 12/1/2020 0.25 7.1 11.3 76

Oak St 12/1/2020 0.37 7.1 8.3 74

Pemberton North

Collins Rd 12/1/2020 0.36 7.1 7.8 77

Meadows Rd 12/1/2020 0.18 7.1 8.6 76
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Farm Rd 12/1/2020 0.2 7.1 7.9 81

Urdal Rd 12/1/2020 Flooded

Distrib total 0.27 7.1 9.0 78

Industrial Park 12/1/2020 0.22 7.1 9.6 18

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 12/7/2020 0.10 7.1 8.9 82

Health Centre 12/7/2020 0.35 7.0 9.8 77

Village Office 12/7/2020 0.3 7.0 8.7 79

Plateau/Ridge 12/7/2020 0.28 7.1 9.4 80

Oak St 12/7/2020 0.35 7.1 8.6 75

Pemberton North

Collins Rd 12/7/2020 0.36 7.1 8.5 85

Meadows Rd 12/7/2020 0.32 7.0 8.7 83

Farm Rd 12/7/2020 0.31 7.0 8.6 80

Urdal Rd 12/7/2020 0.27 7.0 9.5 64

Distrib total 0.29 7.1 9.0 78

Industrial Park 12/7/2020 0.09 7.1 9.1 20

Location Date Cl2 PH Temp C Alkalinity Notes

WWTP 12/14/2020 0.11 7.1 17.1 85

Health Centre 12/15/2020 0.27 7.1 12.3 82

Village Office 12/15/2020 0.27 7.1 12.1 72

Plateau/Ridge 12/15/2020 0.22 7.1 13.9 70

Oak St 12/16/2020 0.3 7.0 12.2 86

Pemberton North

Collins Rd 12/16/2020 0.28 7.0 10.8 73

Meadows Rd 12/16/2020 0.29 7.0 11 77

Farm Rd 12/16/2020 0.28 7.0 10.4 76

Urdal Rd 12/16/2020 0.3 7.0 10.6 75

Distrib total 0.26 7.0 12.3 77

Industrial Park 12/14/2020 0.12 7.0 18.3 20
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Box 100 | 7400 Prospect Street 

 Pemberton, BC   V0N 2L0 
P: 604.894.6135 | F: 604.894.6136 

Email: admin@pemberton.ca   
Website: www.pemberton.ca 

 

 

 

APPENDIX IV 
 

2020 Weekly VCH Bacteriological Results 
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Sample Range Report
Vancouver Coastal Health

Facility Name: Village of Pemberton
Date Range: Jan 1 2020 to Dec 31 2020

Operator Jeff Westlake
P.O. Box 100
Pemberton, BC  V0N 2L0

Sampling SiteSampling SiteSampling SiteSampling Site Date CollectedDate CollectedDate CollectedDate Collected Total ColiformTotal ColiformTotal ColiformTotal Coliform EEEE....    ColiColiColiColi Fecal ColiformFecal ColiformFecal ColiformFecal Coliform

Reservoir South, 
Pemberton

5/11/2020 9:00:00 
AM

LT1 LT1

5/11/2020 9:05:00 
AM

LT1 LT1

Total PositiveTotal PositiveTotal PositiveTotal Positive :::: 0000 0000

Treatment 
Plant/Airport Rd., 

Pemberton
1/6/2020 L1 L1
1/13/2020 L1 L1
1/21/2020 L1 L1

1/28/2020 8:29:00 
AM

LT1 LT1

2/4/2020 8:30:00 AM LT1 LT1
2/11/2020 8:30:00 

AM
LT1 LT1

2/18/2020 8:30:00 
AM

LT1 LT1

3/9/2020 8:30:00 AM LT1 LT1
3/24/2020 8:29:00 

AM
LT1 LT1

3/30/2020 8:30:00 
AM

LT1 LT1

4/7/2020 8:30:00 AM LT1 LT1
4/14/2020 9:30:00 

AM
LT1 LT1

4/21/2020 8:30:00 
AM

LT1 LT1

4/27/2020 8:30:00 
AM

LT1 LT1

5/4/2020 8:30:00 AM LT1 LT1
5/11/2020 9:30:00 

AM
LT1 LT1

5/19/2020 8:30:00 
AM

QRWRT QRWRT

5/25/2020 8:30:00 
AM

LT1 LT1
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6/1/2020 8:30:00 AM LT1 LT1
6/9/2020 8:30:00 AM LT1 LT1

6/15/2020 8:30:00 
AM

LT1 LT1

6/22/2020 8:30:00 
AM

LT1 LT1

6/29/2020 8:30:00 
AM

LT1 LT1

7/7/2020 8:30:00 AM LT1 LT1
7/13/2020 8:30:00 

AM
LT1 LT1

7/20/2020 8:30:00 
AM

LT1 LT1

7/27/2020 8:30:00 
AM

LT1 LT1

8/4/2020 8:30:00 AM LT1 LT1
8/11/2020 8:00:00 

AM
LT1 LT1

8/18/2020 8:00:00 
AM

LT1 LT1

8/24/2020 8:30:00 
AM

LT1 LT1

8/31/2020 8:30:00 
AM

LT1 LT1

9/8/2020 8:00:00 AM LT1 LT1
9/15/2020 8:30:00 

AM
LT1 LT1

9/21/2020 8:30:00 
AM

LT1 LT1

9/28/2020 8:30:00 
AM

LT1 LT1

10/5/2020 8:30:00 
AM

LT1 LT1

10/13/2020 5:30:00 
AM

LT1 LT1

10/19/2020 8:30:00 
AM

LT1 LT1

10/26/2020 8:30:00 
AM

LT1 LT1

11/2/2020 8:30:00 
AM

LT1 LT1

11/9/2020 8:30:00 
AM

LT1 LT1

11/17/2020 8:30:00 
AM

LT1 LT1

11/23/2020 8:30:00 
AM

LT1 LT1

12/1/2020 8:30:00 
AM

LT1 LT1

12/7/2020 8:30:00 
AM

LT1 LT1

12/14/2020 8:30:00 
AM

LT1 LT1

Total PositiveTotal PositiveTotal PositiveTotal Positive :::: 0000 0000
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Oak Street At High 
School, Pemberton

1/6/2020 L1 L1
1/13/2020 L1 L1
1/21/2020 L1 L1

1/28/2020 9:40:00 
AM

LT1 LT1

2/4/2020 9:30:00 AM LT1 LT1
2/11/2020 10:10:00 

AM
LT1 LT1

2/18/2020 9:30:00 
AM

LT1 LT1

2/24/2020 10:00:00 
AM

LT1 LT1

3/2/2020 9:50:00 AM LT1 LT1
3/9/2020 9:40:00 AM LT1 LT1
3/24/2020 10:00:00 

AM
LT1 LT1

4/21/2020 9:00:00 
AM

LT1 LT1

4/27/2020 5:36:00 
PM

LT1 LT1

5/4/2020 10:00:00 
AM

LT1 LT1

5/12/2020 9:50:00 
AM

LT1 LT1

5/19/2020 10:50:00 
AM

QRWRT QRWRT

5/25/2020 9:50:00 
AM

LT1 LT1

6/1/2020 10:10:00 
AM

LT1 LT1

6/9/2020 10:10:00 
AM

LT1 LT1

6/15/2020 10:10:00 
AM

LT1 LT1

6/22/2020 10:00:00 
AM

LT1 LT1

6/29/2020 10:00:00 
AM

LT1 LT1

7/7/2020 10:00:00 
AM

LT1 LT1

7/13/2020 10:10:00 
AM

LT1 LT1

7/20/2020 10:10:00 
AM

LT1 LT1

7/27/2020 10:00:00 
AM

LT1 LT1

8/4/2020 10:00:00 
AM

LT1 LT1

8/11/2020 9:50:00 
AM

LT1 LT1

8/18/2020 9:40:00 
AM

LT1 LT1
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8/24/2020 10:10:00 
AM

LT1 LT1

8/31/2020 10:10:00 
AM

LT1 LT1

9/8/2020 9:40:00 AM LT1 LT1
9/15/2020 10:00:00 

AM
LT1 LT1

9/21/2020 10:10:00 
AM

LT1 LT1

9/28/2020 10:10:00 
AM

LT1 LT1

10/5/2020 10:10:00 
AM

LT1 LT1

10/13/2020 10:00:00 
AM

LT1 LT1

10/19/2020 10:10:00 
AM

LT1 LT1

10/26/2020 9:30:00 
AM

LT1 LT1

11/2/2020 10:10:00 
AM

LT1 LT1

11/9/2020 9:20:00 
AM

LT1 LT1

11/18/2020 9:30:00 
AM

LT1 LT1

11/23/2020 10:00:00 
AM

LT1 LT1

12/1/2020 10:00:00 
AM

LT1 LT1

12/7/2020 10:10:00 
AM

LT1 LT1

12/16/2020 9:40:00 
AM

LT1 LT1

Total PositiveTotal PositiveTotal PositiveTotal Positive :::: 0000 0000

Ad hoc / 
miscellaneous site, 

Pemberton
2/24/2020 8:30:00 

AM
LT1 LT1

2/24/2020 9:50:00 
AM

LT1 LT1

3/2/2020 8:31:00 AM LT1 LT1
3/2/2020 9:10:00 AM LT1 LT1

3/2/2020 10:00:00 
AM

LT1 LT1

5/11/2020 9:50:00 
AM

LT1 LT1

5/19/2020 9:20:00 
AM

QRWRT QRWRT

5555////19191919////2020 92020 92020 92020 9::::30303030::::00000000    
AMAMAMAM

QRWRTQRWRTQRWRTQRWRT QRWRTQRWRTQRWRTQRWRT

5555////19191919////2020 92020 92020 92020 9::::40404040::::00000000    
AMAMAMAM

QRWRTQRWRTQRWRTQRWRT QRWRTQRWRTQRWRTQRWRT
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5555////19191919////2020 92020 92020 92020 9::::50505050::::00000000    
AMAMAMAM

QRWRTQRWRTQRWRTQRWRT QRWRTQRWRTQRWRTQRWRT

5555////19191919////2020 102020 102020 102020 10::::20202020::::00000000    
AMAMAMAM

QRWRTQRWRTQRWRTQRWRT QRWRTQRWRTQRWRTQRWRT

Total PositiveTotal PositiveTotal PositiveTotal Positive :::: 0000 0000

Pemberton Health 
Center, 1403 

Portage Road, 
Pemberton, B.C.

1/6/2020 L1 L1
1/13/2020 L1 L1
1/21/2020 L1 L1

1/28/2020 9:50:00 
AM

LT1 LT1

2/4/2020 9:40:00 AM LT1 LT1
2/11/2020 10:20:00 

AM
LT1 LT1

2/18/2020 9:40:00 
AM

LT1 LT1

2/24/2020 10:10:00 
AM

LT1 LT1

3/2/2020 10:10:00 
AM

LT1 LT1

3/9/2020 9:50:00 AM LT1 LT1
3/24/2020 10:10:00 

AM
LT1 LT1

3/30/2020 9:50:00 
AM

LT1 LT1

4/7/2020 9:40:00 AM LT1 LT1
4/14/2020 10:40:00 

AM
LT1 LT1

4/21/2020 10:00:00 
AM

LT1 LT1

4/27/2020 10:10:00 
AM

LT1 LT1

5/4/2020 10:10:00 
AM

LT1 LT1

5/12/2020 10:00:00 
AM

LT1 LT1

5/19/2020 10:10:00 
AM

QRWRT QRWRT

5/25/2020 10:00:00 
AM

LT1 LT1

6/1/2020 10:20:00 
AM

LT1 LT1

6/9/2020 10:20:00 
AM

LT1 LT1

6/15/2020 10:20:00 
AM

LT1 LT1

6/22/2020 10:10:00 
AM

LT1 LT1

6/29/2020 10:10:00 
AM

LT1 LT1
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7/7/2020 10:10:00 
AM

LT1 LT1

7/13/2020 10:20:00 
AM

LT1 LT1

7/20/2020 10:20:00 
AM

LT1 LT1

7/27/2020 10:10:00 
AM

LT1 LT1

8/4/2020 10:10:00 
AM

LT1 LT1

8/11/2020 8:40:00 
AM

LT1 LT1

8/18/2020 9:50:00 
AM

LT1 LT1

8/24/2020 10:20:00 
AM

LT1 LT1

8/31/2020 10:20:00 
AM

LT1 LT1

9/8/2020 9:50:00 AM LT1 LT1
9/15/2020 10:10:00 

AM
LT1 LT1

9/21/2020 10:20:00 
AM

LT1 LT1

9/28/2020 10:20:00 
AM

LT1 LT1

10/5/2020 10:20:00 
AM

LT1 LT1

10/13/2020 10:10:00 
AM

LT1 LT1

10/19/2020 10:20:00 
AM

LT1 LT1

10/26/2020 9:40:00 
AM

LT1 LT1

11/2/2020 10:20:00 
AM

LT1 LT1

11/9/2020 9:30:00 
AM

LT1 LT1

11/17/2020 10:30:00 
AM

LT1 LT1

11/23/2020 10:10:00 
AM

LT1 LT1

12/1/2020 10:10:00 
AM

LT1 LT1

12/7/2020 10:20:00 
AM

LT1 LT1

12/16/2020 9:50:00 
AM

REJCT DELAY3 REJCT DELAY3

Total PositiveTotal PositiveTotal PositiveTotal Positive :::: 0000 0000

Village Office, 7410 
Prospect

1/6/2020 L1 L1
1/13/2020 L1 L1
1/21/2020 L1 L1
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1/28/2020 9:00:00 
AM

LT1 LT1

2/4/2020 9:00:00 AM LT1 LT1
2/11/2020 9:00:00 

AM
LT1 LT1

2/18/2020 9:00:00 
AM

LT1 LT1

2/24/2020 9:00:00 
AM

LT1 LT1

3/9/2020 9:50:00 AM LT1 LT1
3/24/2020 8:50:00 

AM
LT1 LT1

3/30/2020 9:00:00 
AM

LT1 LT1

4/7/2020 9:00:00 AM LT1 LT1
4/14/2020 10:00:00 

AM
LT1 LT1

4/21/2020 8:50:00 
AM

LT1 LT1

4/27/2020 7:50:00 
AM

LT1 LT1

5/4/2020 9:00:00 AM LT1 LT1
5/12/2020 9:00:00 

AM
LT1 LT1

5/19/2020 8:50:00 
AM

QRWRT QRWRT

5/25/2020 9:00:00 
AM

LT1 LT1

6/1/2020 9:00:00 AM LT1 LT1
6/9/2020 9:00:00 AM LT1 LT1

6/15/2020 9:00:00 
AM

LT1 LT1

6/22/2020 8:50:00 
AM

LT1 LT1

6/29/2020 9:00:00 
AM

LT1 LT1

7/7/2020 9:00:00 AM LT1 LT1
7/13/2020 9:00:00 

AM
LT1 LT1

7/20/2020 9:00:00 
AM

LT1 LT1

7/27/2020 8:00:00 
AM

LT1 LT1

8/4/2020 9:00:00 AM LT1 LT1
8/11/2020 8:30:00 

AM
LT1 LT1

8/18/2020 8:30:00 
AM

LT1 LT1

8/24/2020 9:00:00 
AM

LT1 LT1

8/31/2020 9:00:00 
AM

LT1 LT1

9/8/2020 8:30:00 AM LT1 LT1
9/15/2020 8:50:00 

AM
LT1 LT1
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9/21/2020 9:50:00 
AM

LT1 LT1

9/28/2020 9:00:00 
AM

LT1 LT1

10/5/2020 9:00:00 
AM

LT1 LT1

10/13/2020 9:00:00 
AM

LT1 LT1

10/19/2020 9:50:00 
AM

LT1 LT1

10/26/2020 9:00:00 
AM

LT1 LT1

11/2/2020 9:00:00 
AM

LT1 LT1

11/9/2020 9:40:00 
AM

LT1 LT1

11/17/2020 9:00:00 
AM

LT1 LT1

11/23/2020 8:50:00 
AM

LT1 LT1

12/1/2020 9:00:00 
AM

LT1 LT1

12/7/2020 9:00:00 
AM

LT1 LT1

12/15/2020 9:40:00 
AM

QRWRT QRWRT

Total PositiveTotal PositiveTotal PositiveTotal Positive :::: 0000 0000

Pemberton Ridge 
Pumphouse, 
Pemberton

1/6/2020 L1 L1
1/13/2020 L1 L1
1/21/2020 L1 L1

1/28/2020 8:40:00 
AM

LT1 LT1

2/4/2020 8:40:00 AM LT1 LT1
2/11/2020 8:40:00 

AM
LT1 LT1

2/18/2020 8:20:00 
AM

LT1 LT1

2/24/2020 8:40:00 
AM

LT1 LT1

3/2/2020 8:40:00 AM LT1 LT1
3/9/2020 8:40:00 AM LT1 LT1

3/24/2020 8:40:00 
AM

LT1 LT1

3/30/2020 8:40:00 
AM

LT1 LT1

4/7/2020 8:40:00 AM LT1 LT1
4/14/2020 9:40:00 

AM
LT1 LT1

4/21/2020 8:40:00 
AM

LT1 LT1
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4/27/2020 8:40:00 
AM

LT1 LT1

5/4/2020 8:40:00 AM LT1 LT1
5/11/2020 9:40:00 

AM
LT1 LT1

5/19/2020 8:40:00 
AM

QRWRT QRWRT

5/25/2020 8:40:00 
AM

LT1 LT1

6/1/2020 8:40:00 AM LT1 LT1
6/9/2020 8:40:00 AM LT1 LT1

6/15/2020 8:40:00 
AM

LT1 LT1

6/22/2020 8:40:00 
AM

LT1 LT1

6/29/2020 8:40:00 
AM

LT1 LT1

7/7/2020 8:40:00 AM LT1 LT1
7/13/2020 8:40:00 

AM
LT1 LT1

7/20/2020 8:40:00 
AM

LT1 LT1

7/27/2020 8:40:00 
AM

LT1 LT1

8/4/2020 8:40:00 AM LT1 LT1
8/11/2020 8:10:00 

AM
LT1 LT1

8/18/2020 8:10:00 
AM

LT1 LT1

8/24/2020 8:40:00 
AM

LT1 LT1

8/31/2020 8:40:00 
AM

LT1 LT1

9/8/2020 8:10:00 AM LT1 LT1
9/15/2020 8:40:00 

AM
LT1 LT1

9/21/2020 8:40:00 
AM

LT1 LT1

9/28/2020 8:10:00 
AM

LT1 LT1

10/5/2020 8:40:00 
AM

LT1 LT1

10/13/2020 8:40:00 
AM

LT1 LT1

10/19/2020 8:40:00 
AM

LT1 LT1

10/26/2020 8:40:00 
AM

LT1 LT1

11/2/2020 8:40:00 
AM

LT1 LT1

11/9/2020 8:40:00 
AM

LT1 LT1

11/17/2020 8:40:00 
AM

LT1 LT1

11/23/2020 8:40:00 LT1 LT1
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AM
12/1/2020 8:40:00 

AM
LT1 LT1

12/7/2020 8:40:00 
AM

LT1 LT1

12/15/2020 9:30:00 
AM

QRWRT QRWRT

Total PositiveTotal PositiveTotal PositiveTotal Positive :::: 0000 0000

Result Values: E - estimated L - less than G - greater than

Samples that contain total coliform: 0 0.00% of total
Samples that contain e. coli: 0 0.00% of total
Samples that contain fecal coliform: 0 0.00% of total

Number of consecutive samples that 
contain total coliform:

0

Number of samples that contain total 
coliform in last 30 days:

0/0

Total number of samples: 252

Comments:

______________________
Environmental Health Officer

Apr 15 2021

FOR FURTHER INFORMATION PLEASE CALL: Dan Glover (604) 892-2293
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Sample Range Report
Vancouver Coastal Health

Facility Name: Pemberton North Water System
Date Range: Jan 1 2020 to Dec 31 2020

Operator Utilities Department-SLRD
P.O. Box 219
Pemberton, BC  V0N 2L0

Sampling SiteSampling SiteSampling SiteSampling Site Date CollectedDate CollectedDate CollectedDate Collected Total ColiformTotal ColiformTotal ColiformTotal Coliform EEEE....    ColiColiColiColi Fecal ColiformFecal ColiformFecal ColiformFecal Coliform

1428 Pemberton 
Farm Road, 

Adjacent to 1428 
Pemberton Farm 

Road
1/6/2020 L1 L1

1/28/2020 9:30:00 
AM

LT1 LT1

2/24/2020 9:40:00 
AM

LT1 LT1

3/2/2020 9:10:00 AM LT1 LT1
3/13/2020 9:40:00 

AM
LT1 LT1

4/21/2020 9:40:00 
AM

LT1 LT1

4/27/2020 9:50:00 
AM

LT1 LT1

5/4/2020 9:50:00 AM LT1 LT1
5/12/2020 9:40:00 

AM
LT1 LT1

5/25/2020 9:30:00 
AM

LT1 LT1

6/1/2020 9:50:00 AM LT1 LT1
6/9/2020 9:50:00 AM LT1 LT1

6/15/2020 9:50:00 
AM

LT1 LT1

6/22/2020 9:40:00 
AM

LT1 LT1

6/29/2020 9:40:00 
AM

LT1 LT1

7/7/2020 9:40:00 AM LT1 LT1
7/13/2020 9:50:00 

AM
LT1 LT1

7/20/2020 9:50:00 
AM

LT1 LT1

7/27/2020 9:40:00 
AM

LT1 LT1

8/4/2020 10:30:00 
AM

LT1 LT1

8/11/2020 9:30:00 
AM

LT1 LT1
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8/18/2020 9:20:00 
AM

LT1 LT1

8/24/2020 9:50:00 
AM

LT1 LT1

8/31/2020 9:50:00 
AM

LT1 LT1

9/8/2020 9:20:00 AM LT1 LT1
9/15/2020 9:40:00 

AM
LT1 LT1

9/21/2020 9:50:00 
AM

LT1 LT1

9/28/2020 9:50:00 
AM

LT1 LT1

10/5/2020 9:50:00 
AM

LT1 LT1

10/13/2020 9:50:00 
AM

LT1 LT1

10/19/2020 9:50:00 
AM

LT1 LT1

11/2/2020 9:50:00 
AM

LT1 LT1

11/18/2020 9:20:00 
AM

LT1 LT1

11/23/2020 9:40:00 
AM

LT1 LT1

12/1/2020 9:50:00 
AM

LT1 LT1

12/7/2020 9:50:00 
AM

LT1 LT1

12/16/2020 9:20:00 
AM

LT1 LT1

Total PositiveTotal PositiveTotal PositiveTotal Positive :::: 0000 0000

7493 Urdal Road, 
Adjacent to 7493 

Urdal Road
5/25/2020 9:40:00 

AM
LT1 LT1

6/1/2020 10:00:00 
AM

LT1 LT1

6/9/2020 10:50:00 
AM

LT1 LT1

6/15/2020 10:00:00 
AM

LT1 LT1

6/22/2020 9:00:00 
AM

LT1 LT1

6/29/2020 9:50:00 
AM

LT1 LT1

7/7/2020 9:50:00 AM LT1 LT1
7/13/2020 10:00:00 

AM
LT1 LT1

7/20/2020 10:00:00 
AM

LT1 LT1

7/27/2020 9:50:00 LT1 LT1
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AM
8/4/2020 9:50:00 AM LT1 LT1

8/11/2020 9:40:00 
AM

LT1 LT1

8/18/2020 9:30:00 
AM

LT1 LT1

8/24/2020 10:00:00 
AM

LT1 LT1

8/31/2020 10:30:00 
AM

LT1 LT1

9/8/2020 9:30:00 AM LT1 LT1
9/15/2020 9:50:00 

AM
LT1 LT1

9/21/2020 10:00:00 
AM

LT1 LT1

9/28/2020 10:00:00 
AM

LT1 LT1

10/5/2020 10:00:00 
AM

LT1 LT1

10/19/2020 10:00:00 
AM

LT1 LT1

11/2/2020 10:00:00 
AM

LT1 LT1

11/23/2020 9:50:00 
AM

LT1 LT1

12/7/2020 10:00:00 
AM

LT1 LT1

12/16/2020 9:30:00 
AM

LT1 LT1

Total PositiveTotal PositiveTotal PositiveTotal Positive :::: 0000 0000

7620 Pemberton 
Meadows Rd, 
Opposite 7620 

Pemberton 
Meadows Rd

1/6/2020 L1 L1
3/2/2020 9:30:00 AM LT1 LT1

3/24/2020 9:30:00 
AM

LT1 LT1

3/30/2020 9:40:00 
AM

LT1 LT1

4/7/2020 9:30:00 AM LT1 LT1
4/14/2020 10:30:00 

AM
LT1 LT1

4/21/2020 9:30:00 
AM

LT1 LT1

4/27/2020 3:20:00 
PM

LT1 LT1

5/4/2020 9:20:00 AM LT1 LT1
5/12/2020 9:30:00 

AM
LT1 LT1

5/25/2020 9:20:00 
AM

LT1 LT1
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6/1/2020 9:40:00 AM LT1 LT1
6/9/2020 9:40:00 AM LT1 LT1

6/15/2020 9:40:00 
AM

LT1 LT1

6/22/2020 9:30:00 
AM

LT1 LT1

6/29/2020 9:30:00 
AM

LT1 LT1

7/7/2020 9:30:00 AM LT1 LT1
7/13/2020 9:40:00 

AM
LT1 LT1

7/20/2020 9:40:00 
AM

LT1 LT1

7/27/2020 9:30:00 
AM

LT1 LT1

8/4/2020 9:40:00 AM LT1 LT1
8/11/2020 9:20:00 

AM
LT1 LT1

8/18/2020 9:10:00 
AM

LT1 LT1

8/24/2020 9:40:00 
AM

LT1 LT1

8/31/2020 9:40:00 
AM

LT1 LT1

9/8/2020 9:10:00 AM LT1 LT1
9/15/2020 9:30:00 

AM
LT1 LT1

9/21/2020 9:40:00 
AM

LT1 LT1

9/28/2020 9:40:00 
AM

LT1 LT1

10/5/2020 9:40:00 
AM

LT1 LT1

10/13/2020 9:40:00 
AM

LT1 LT1

10/19/2020 9:40:00 
AM

LT1 LT1

11/2/2020 9:40:00 
AM

LT1 LT1

11/18/2020 9:10:00 
AM

LT1 LT1

11/23/2020 9:30:00 
AM

LT1 LT1

12/1/2020 9:40:00 
AM

LT1 LT1

12/7/2020 9:40:00 
AM

LT1 LT1

12/16/2020 9:10:00 
AM

LT1 LT1

Total PositiveTotal PositiveTotal PositiveTotal Positive :::: 0000 0000

400-m South of 
Collins Road, 400-m 

South of Collins 
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Road
1/6/2020 L1 L1

1/28/2020 9:20:00 
AM

LT1 LT1

2/24/2020 9:20:00 
AM

LT1 LT1

3/2/2020 9:20:00 AM LT1 LT1
3/9/2020 9:30:00 AM LT1 LT1

3/24/2020 9:20:00 
AM

LT1 LT1

3/30/2020 9:30:00 
AM

LT1 LT1

4/21/2020 9:20:00 
AM

LT1 LT1

4/27/2020 9:30:00 
AM

LT1 LT1

5/4/2020 9:30:00 AM LT1 LT1
5/25/2020 9:10:00 

AM
LT1 LT1

6/1/2020 9:30:00 AM LT1 LT1
6/9/2020 9:30:00 AM LT1 LT1

6/15/2020 9:30:00 
AM

LT1 LT1

6/22/2020 9:20:00 
AM

LT1 LT1

6/29/2020 9:20:00 
AM

LT1 LT1

7/7/2020 9:20:00 AM LT1 LT1
7/13/2020 9:30:00 

AM
LT1 LT1

7/20/2020 9:30:00 
AM

LT1 LT1

7/27/2020 9:20:00 
AM

LT1 LT1

8/4/2020 9:30:00 AM LT1 LT1
8/11/2020 9:10:00 

AM
LT1 LT1

8/18/2020 9:00:00 
AM

LT1 LT1

8/24/2020 9:30:00 
AM

LT1 LT1

8/31/2020 9:30:00 
AM

LT1 LT1

9/8/2020 9:00:00 AM LT1 LT1
9/15/2020 9:20:00 

AM
LT1 LT1

9/21/2020 9:30:00 
AM

LT1 LT1

9/28/2020 9:30:00 
AM

LT1 LT1

10/5/2020 9:30:00 
AM

LT1 LT1

10/13/2020 9:30:00 
AM

LT1 LT1

10/19/2020 9:30:00 LT1 LT1
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AM
11/2/2020 9:30:00 

AM
LT1 LT1

11/18/2020 9:00:00 
AM

LT1 LT1

11/23/2020 9:20:00 
AM

LT1 LT1

12/1/2020 9:30:00 
AM

LT1 LT1

12/7/2020 9:30:00 
AM

LT1 LT1

12/16/2020 9:00:00 
AM

LT1 LT1

Total PositiveTotal PositiveTotal PositiveTotal Positive :::: 0000 0000

Result Values: E - estimated L - less than G - greater than

Samples that contain total coliform: 0 0.00% of total
Samples that contain e. coli: 0 0.00% of total
Samples that contain fecal coliform: 0 0.00% of total

Number of consecutive samples that 
contain total coliform:

0

Number of samples that contain total 
coliform in last 30 days:

0/0

Total number of samples: 138

Comments:

______________________
Environmental Health Officer

Apr 22 2021

FOR FURTHER INFORMATION PLEASE CALL: Dan Glover (604) 892-2293
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Sample Range Report
Vancouver Coastal Health

Facility Name: Pemberton Industrial Park Water System
Date Range: Jan 1 2020 to Dec 31 2020

Operator Jeff Westlake
Attn: Jeff Westlake Box 100
Pemberton, BC  V0N 2L0

Sampling SiteSampling SiteSampling SiteSampling Site Date CollectedDate CollectedDate CollectedDate Collected Total ColiformTotal ColiformTotal ColiformTotal Coliform EEEE....    ColiColiColiColi Fecal ColiformFecal ColiformFecal ColiformFecal Coliform

Yard Hydrant, 
Pemberton Industrial 

Park
1/6/2020 L1 L1
1/13/2020 L1 L1
1/21/2020 L1 L1

1/28/2020 8:50:00 
AM

LT1 LT1

2/4/2020 8:50:00 AM LT1 LT1
2/11/2020 8:50:00 

AM
LT1 LT1

2/18/2020 8:50:00 
AM

LT1 LT1

2/24/2020 8:50:00 
AM

LT1 LT1

3/30/2020 8:50:00 
AM

LT1 LT1

4/7/2020 8:50:00 AM LT1 LT1
4/14/2020 9:50:00 

AM
LT1 LT1

4/22/2020 10:00:00 
AM

LT1 LT1

4/27/2020 8:50:00 
AM

LT1 LT1

5/4/2020 8:50:00 AM LT1 LT1
5/25/2020 8:50:00 

AM
LT1 LT1

6/1/2020 8:50:00 AM LT1 LT1
6/9/2020 8:50:00 AM LT1 LT1
6/15/2020 8:00:00 

AM
LT1 LT1

6/22/2020 10:30:00 
AM

LT1 LT1

6/29/2020 8:50:00 
AM

LT1 LT1

7/7/2020 8:50:00 AM LT1 LT1
7/13/2020 8:50:00 

AM
LT1 LT1

7/20/2020 8:50:00 
AM

LT1 LT1

7/27/2020 10:30:00 LT1 LT1
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AM
8/4/2020 8:50:00 AM LT1 LT1
8/11/2020 8:20:00 

AM
LT1 LT1

8/18/2020 8:20:00 
AM

LT1 LT1

8/24/2020 8:50:00 
AM

LT1 LT1

11/24/2020 10:00:00 
AM

LT1 LT1

12/1/2020 8:50:00 
AM

LT1 LT1

12/7/2020 8:50:00 
AM

LT1 LT1

12/14/2020 8:40:00 
AM

LT1 LT1

Total PositiveTotal PositiveTotal PositiveTotal Positive :::: 0000 0000

Sample Station at 
Meter Chamber, 

Pemberton Industrial 
Park

3/2/2020 8:50:00 AM LT1 LT1
3/9/2020 8:50:00 AM LT1 LT1
3/25/2020 10:30:00 

AM
LT1 LT1

8/31/2020 8:50:00 
AM

LT1 LT1

9/8/2020 8:20:00 AM LT1 LT1
9/16/2020 9:30:00 

AM
LT1 LT1

9/21/2020 8:50:00 
AM

LT1 LT1

9/28/2020 8:50:00 
AM

LT1 LT1

10/5/2020 8:50:00 
AM

LT1 LT1

10/13/2020 8:50:00 
AM

LT1 LT1

10/19/2020 8:50:00 
AM

LT1 LT1

10/26/2020 8:50:00 
AM

LT1 LT1

11/2/2020 8:50:00 
AM

LT1 LT1

11/9/2020 8:50:00 
AM

LT1 LT1

11/17/2020 8:50:00 
AM

LT1 LT1

Total PositiveTotal PositiveTotal PositiveTotal Positive :::: 0000 0000

Result Values: E - estimated L - less than G - greater than

Samples that contain total coliform: 0 0.00% of total
Samples that contain e. coli: 0 0.00% of total
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Samples that contain fecal coliform: 0 0.00% of total

Number of consecutive samples that 
contain total coliform:

0

Number of samples that contain total 
coliform in last 30 days:

0/0

Total number of samples: 47

Comments:

______________________
Environmental Health Officer

Apr 22 2021

FOR FURTHER INFORMATION PLEASE CALL: Dan Glover (604) 892-2293
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